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230 V base for 
smoke alarm device 
Dual
2331 02

Installation and operating 
instructions

EN
For your safety

Installation and mounting of electrical 
devices may only be carried out by 
qualified electricians.
Serious injury (e.g. caused by an electric 
shock), fire, or material damage are 
possible in case of improper mounting. 
Read these instructions thoroughly and 
observe them.
These instructions are part of the product 
and must remain with the end customer.

Product features

The 230 V base supplies mains voltage of 
230 V to the smoke alarm device Dual Q. 
The battery integrated in the smoke alarm 
device Dual Q then only supplies power in 
case of a mains failure.

Product features
• Base with integrated power supply unit 

for power supply of the smoke alarm 
device Dual Q with 230 V AC.

• Can also be used for the smoke alarm 
device Dual/VdS.

• Up to 40 smoke alarm devices can be 
networked via a separate conductor.

• Connection of the supply cable/
networking cable is in the base.

• Automatic changeover to battery supply 
if the mains voltage fails. 

Smoke alarm device Dual Q

Please see the installation and operating 
instructions of the smoke alarm device 
Dual Q for all the functions of the smoke 
alarm device Dual Q (e. g. switching off 
smoke detection, function test, etc.).
Device description

Mounting the base

1. Switch the mains voltage off.
2. Cut out the pre-perforated slots for cable 

inlet using a suitable tool (e.g. knife).
3. Mount the base. 

4. Connect the 230 V power supply on the 
terminal block. Plan a conform circuit 
breaker (accord. to EN 60950-1:2014-
08). 

5. If desired, network more than one 230 V 
base (up to 40 bases).

6. Switch on mains voltage.
7. Lock the smoke alarm device Dual Q 

onto the base.

1 230 V base
2 Cable inlet (pre-perforated)
3 LED display (green): 230 V mains voltage

Danger

Touching live parts can result in serious 
material damage or injuries, e.g. due to 
fire or an electric shock.
Isolate before working on the device and 
cover up live parts in the vicinity.
In case of non-observance, there is a risk of 
personal liability for material damage and 
injury!

Note

Networking may only be "in series", 
as signal transmission issues can result 
otherwise.
Other types of networking (e.g. star-
shaped) are not permitted.
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Operating and alarm signals

Signalling with the 230 V base

* Re-change the alarm device within 30 days.

Signalling for wired or radio 
networking
Signalling when a smoke alarm device is 
triggered is as described above. The 
networked smoke alarm devices signal as 
follows:

Signal tone
Ring 
indicator

Meaning

       -         - Operating mode
Loud inter-
val tone

Flashes 
rapidly

Local smoke 
alarm

loud pul-
sating sig-
nal tone

        -
Local heat 
alarm

8 brief sig-
nal tones 
(60 s cycle)

        -
Fault/soiling

2 brief sig-
nal tones 
(60 s cycle)

        -
Weak battery*

1 s-long 
signal tone 
in 2 s cycle

Lights up 
continuously

Function test 
(alarm device 
has triggered 
alarm)

1 s-long 
signal tone 
in 2 s cycle 

Flashes 
rapidly

Function test 
(alarm device 
has not trig-
gered alarm)

       -         - Muting
Brief sig-
nal tone in 
1-s cycle

        -
EMC fault

Brief 
signal tone 
in 250-ms 
cycle

        -
Identification of 
alarm device

Ring indicator

Please note the different signalling of the 
ring indicator for "Fault" and "Weak 
battery" when using the 230 V base and 
powered by batteries only.

Signal tone
Ring 
indicator

Meaning

Loud inter-
val tone

       - Smoke or heat 
alarm message

1 s-long sig-
nal tone in 
2 s cycle

       
       -

Function test 
(remote starting)

2 brief sig-
nal tones 
(60 s cycle)

      
       -

Weak battery*



Technical data

Warranty

The warranty is provided in accordance with 
statutory requirements via the specialist 
trade.
Please submit or send faulty devices 
postage paid together with an error 
description to your responsible salesperson 
(specialist trade/installation company/
specialist electrical trade).
They will forward the devices to the Gira 
Service Center.

Gira

Gira
Giersiepen GmbH & Co KG
Electrical installation systems
P.O. Box 1220
42461 Radevormwald
Phone +49 (0) 2195 602 - 0
Fax +49 (0) 2195 602 - 191

info@gira.de
www.gira.de

Rated voltage: 230 V AC, 50/60 Hz
Display element: Green LED: 230 V
Ambient 
temperature: -5 °C to +50 °C
Protection class: IP 42 with mounted 

smoke alarm device
Weight: Approx. 95 g
Housing (dia. x H): 120 x 37 mm 

Mains voltage failure

In case of mains voltage failure, the battery 
integrated in the smoke alarm device 
automatically supplies the power.



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /All
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.3
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts false
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams true
  /MaxSubsetPct 35
  /Optimize true
  /OPM 0
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage false
  /PreserveDICMYKValues false
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings false
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Remove
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /gira_ce
    /gira_ce_bold
    /GiraCyr
    /GiraCyr-Bold
    /GiraFontPlain
    /LinotypeUnivers-BasicBlack
    /LinotypeUniversBasicBold
    /LinotypeUnivers-BasicBold
    /LinotypeUnivers-BasicBoldItalic
    /LinotypeUnivers-BasicHeavy
    /LinotypeUniversBasicLight
    /LinotypeUnivers-BasicLight
    /LinotypeUniversBasicMedium
    /LinotypeUnivers-BasicMedium
    /LinotypeUniversBasicRegular
    /LinotypeUnivers-BasicRegular
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldCondensed
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /Rockwell-Light
    /Rockwell-LightItalic
    /UniversNextCyr-Bold
    /UniversNextCyr-Regular
    /UniversNextW1G-Bold
    /UniversNextW1G-Light
    /UniversNextW1G-Medium
    /UniversNextW1G-Regular
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Average
  /ColorImageResolution 96
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.32292
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 2.40
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Average
  /GrayImageResolution 96
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.31250
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 2.40
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Average
  /MonoImageResolution 300
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.33000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName <FEFF0068007400740070003a002f002f007700770077002e0063006f006c006f0072002e006f00720067ffff>
  /PDFXTrapped /False

  /CreateJDFFile false
  /SyntheticBoldness 1.000000
  /Description <<
    /ENU <>
    /DEU <>
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [595.276 841.890]
>> setpagedevice


